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Abstract: The interconnection of small, modular generation and storage technologies at the MV and LV 
distribution level have the potential to significantly impact power system performance. In this paper models 
of the main micro-generation sources are described. In particular, the models of Microturbines, Fuel Cells, 
Photovoltaic Systems and Wind Turbines, are described. In addition basic models of their power electronic 
interfaces are given. The integration of the above models in a steady state and dynamic simulation tool, 
which is developed in the framework of the EU funded MICROGRIDS project, will provide a simulation test 
platform, which will be necessary to define and evaluate the developed operational and control strategies. 
 
Keywords: Microgrids, Wind Turbines, Fuel Cells, Photovoltaic Systems, Micro-turbines, Control Systems. 
1.   INTRODUCTION 
Small, modular generation technologies interconnected to low-voltage (LV) distribution systems have the 
potential to form a new type of power system, the MicroGrid [1, 2]. MicroGrids can be connected to the 
main power network or be operated autonomously, if they are operated from the power grid, in a similar 
manner to the power systems of physical islands. The microgenerators are small units of less than 100 kWs, 
most of them with power electronic interface, using either Renewable Energy Sources or fossil fuel in high 
efficiency local co-generation mode. Both of these technologies are critical to reducing Europe’s GHG 
emissions and dependence on imported fossil fuel, where the MicroGrid concept will allow their most 
effective implementation. 
MicroGrids may use single-phase circuits and be loaded with single-phase loads. These factors generate 
unbalanced conditions that can be accentuated with the interaction of dynamic loads such as induction 
motors. To model these effects, analysis tools must model the system with its three phases, the neutral 
conductors, the ground conductors and the connections to ground. The developed analytical tool should 
include steady state and dynamic models for the various forms of micro-sources and their interfaces. 
In the EU funded MICROGRIDS project [1] a simulation platform able to simulate the steady state and 
dynamic operation of LV three-phase networks that include micro generation sources is under development. 
This involves the development of adequate models in the time range of ms of the micro sources, machines 
(induction and synchronous machines) and inverters [3]. Normally these devices are directly coupled to the 
grid and thus have a direct impact on the grid voltage and frequency. In this paper the following models are 
described: 
• Induction Generators 
• Micro-turbines 
• Photovoltaic Systems 
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• Fuel Cells  
• Wind Turbines 
• Grid-side inverter generic model.  
2.  INDUCTION GENERATORS 
Three-Phase Symmetrical Induction Generator 
Induction machines are represented by the fourth order model expressed in the arbitrary reference frame. 
Using generator convention for the stator currents [3, 4]: 
       sdsqsdssd pΨΨωiru +⋅−⋅−=  
sqsdsqssq pΨ+Ψωiru  ⋅+⋅−=                                                          (1) 
       rdrqrrdrrd pΨ+Ψ)(ωiru  ⋅−−⋅= ω  
         rqrdrrqrrq pΨ+Ψ)(ωiru  ⋅−+⋅= ω  
    ,1
dt
dp
oω=
 ωο  is the base cyclic frequency, ω is the rotating speed of the arbitrary reference frame and 
subscripts {d}, {q}, {s}, {r} denote dq-axis, stator, rotor, respectively. 
The fluxes are related to the stator, rotor winding currents by the following equations, 
 
           rdmsdssd iXiX=Ψ ⋅+⋅−  
            
rqmsqssq iXiX=Ψ ⋅+⋅−   
rdrsdmrd iXiXΨ ⋅+⋅−=                                                              (2) 
       rqrsqmrq iXiX=Ψ ⋅+⋅−  
The electromagnetic torque is given by:  
qrdrdrqre iiT ⋅Ψ−⋅Ψ=                                                        (3) 
 
Single-Phase Induction Generator 
The dynamic model of a single-phase induction machine in the stator reference frame is described next. All 
quantities are referred to the main winding (denoted by the use of double prime). 
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Subscript {m} denotes m winding. The electromagnetic torque is given by:  
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3.  MICROTURBINES  
Microturbines are small and simple-cycle gas turbines with outputs ranging typically from around 25 to 
300 kW. They are part of a general evolution in gas turbine technology. Techniques incorporated into the 
larger machines, to improve performance, can be typically found in microturbines as well. These include 
recuperation, low NOX emission technologies, and the use of advanced materials, such as ceramics, for the 
hot section parts [5].  
There are essentially two types of microturbines. One is a high-speed single-shaft unit with a compressor 
and turbine mounted on the same shaft as an electrical synchronous machine. In this case turbine speeds 
mainly range from 50.000 to 120.000 rpm. The other type of microturbines is a split-shaft designed one that 
uses a power turbine rotating at 3000 rpm and a conventional generator connected via a gearbox. In typical 
microturbine designs, this micro-generation system is composed of the following main parts: 
   Turbine and Recuperator: The primary machine is a small gas turbine. The recuperator is a heat exchanger, 
which transfers heat from the exhaust gas to the discharge air before it enters the combustor. This reduces the 
amount of fuel required to raise the discharge air temperature to that required by the turbine. 
Electrical generator: In the single-shaft design, a synchronous generator is directly coupled to the single 
shaft turbine. The rotor is either a two- or four-pole permanent magnet with a stator that presents a 
conventional copper wound design. In the split-shaft design, a conventional induction or synchronous 
machine is mounted on the power turbine via a gearbox. 
   Power electronics: In the single-shaft design, the alternator generates a very high frequency three- phase 
voltage ranging from 1500 to 4000 Hz. To allow grid interconnection, the high frequency voltage needs to be 
first rectified and then inverted to a normal 50 Hz voltage. In the split-shaft turbine design, power inverters 
are not needed since the generator is directly coupled to the grid. 
Since in this research we are mainly interested in the dynamic performance of the network and not the fast 
transients that may happen, the microturbine model adopted is based on the following assumptions: 
   1) The recuperator is not included in the model since it is mainly used to raise engine efficiency.        
   2) The gas turbine’s temperature control and the acceleration control have no impact in normal operating 
conditions. Therefore they can be omitted in the turbine model.  
A simplified block diagram for the microturbine for load following dynamic behaviour analysis purposes 
is shown in figure 1. The details of these control blocks with all parameters are given next. 
 
P∆
refP
Σ
+
- Control
System Turbine Generator
demP
inP mP
eQ
eP
      
ΣpK
iK
s
P∆
+
refP
+
Σ
demP
inP
+
-
 
Figure 1.  Main blocks in microturbine model      Figure 2 . Load following control system model. 
 
The real power control can be described as a proportional-integral (PI) control function as shown in figure 
2. The real power control variable Pin is then applied to the turbine. Pdem is the demanded power, Pref is the 
reference power, Pin is the power control variable to be applied to the turbine, Kp is the proportional gain and 
Ki is the integral gain in the PI controller. 
Turbine 
The GAST turbine model is one of the most commonly used dynamic models of gas turbine units [6]. The 
model is simple and follows typical modelling guidelines [7]. Therefore the turbine part in this microturbine 
design is modelled as GAST model. 
 
Figure 3.  Turbine model. 
Pm is the mechanical power, Dtur is the damping of turbine, T1 is the fuel system lag time constant 1, T2 is 
the fuel system lag time constant 2, T3 is the load limit time constant, Lmax is the load limit, Vmax is the 
maximum value position, Vmin is the minimum value position, KT is the temperature control loop gain. 
In the microturbines that are designed to operate in stand alone conditions a battery is connected to the dc 
link to help providing fast response to load increases. The interface with the grid is also provided by an 
inverter. 
4.    PHOTOVOLTAIC SYSTEMS 
PV Array models 
Many models of varying complexity describing the behaviour of a PV cell/module/array exist. To choose 
an appropriate model for simulation, several factors need to be considered.  The most important one is 
accuracy. There is always a trade-off between accuracy and simplicity. To minimise the computational effort 
which is involved in simulating microgrids the model should be kept as simple as possible without 
sacrificing the required accuracy. 
In contrast to the utility grid, a PV cell/module/array is not a fixed voltage source. Simulation requires the 
model to be able to predict current and voltage over the entire operating voltage range. Another factor is 
whether the data needed to drive the model is available, i.e. if data can be obtained in the relevant literature 
and/or manufacturers publications.  
Two analytical models [8, 9] are proposed in this paper. The Simplified Single-Diode Model is a PV 
model that only characterises the behaviour of the PV Modules of a PV Plant. If a PV Plant is going to be 
modelled, a MPPT and an inverter model will be necessary. The PV Array with integrated MPPT model, is a 
very simple model based on the hypothesis that the PV modules are always working in its maximum power 
point. 
 
Simplified Single-Diode Model 
A solar cell is represented by an electrical equivalent single-diode model [8] as the one shown in figure 4. 
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Figure 4. Simplified single-diode model of a solar cell. 
 
The model inputs are the ambient temperature, solar irradiance, array voltage while the output of the 
model is array current. Voltage will be an input from the MPPT control scheme embedded in the inverter. 
It is assumed that: 
▪ All the cells of the module are identical and they work with the same irradiance and temperature. Also, 
voltage drops in the conductors that interconnect the cells are negligible. 
▪ Short circuit current is affected only by the irradiance and temperature of the solar cells. 
▪ Open circuit voltage of the cells depends exclusively on the temperature of the solar cells. 
▪ Temperature of the solar cells depends exclusively on the irradiance and ambient temperature.  
▪ Series resistance and diode quality factor of the cells are considered constant for all operating 
temperature and irradiance range.  
The PV module’s current IM under arbitrary operating conditions can be described as: 
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Once the module’s current and voltage for operating conditions have been determined, the current and 
voltage of the PV Array are calculated: 
M
SA
A
M
PA
A
VNV
INI
⋅=
⋅=                                                                    (8) 
 
The model parameters are given next: 
IM:  Module current M
maxP 0, : Module maximum power at standard conditions. 
VM: Module voltage. M
SCI 0, : Module short circuit current at standard conditions. 
RSM: Module series resistance. MOCV 0, : Module open-circuit voltage at standard conditions. 
M
SCI : Short circuit current of the module. SMN :   Module number of cells in series. 
M
OCV : Open circuit voltage of the module. PMN : Module number of cells in parallel. 
M
tV : Thermal voltage in the module. NOCT : Module normal operating cell temperature. 
M
maxI 0, :Module current at standard conditions. SCIµ : Module short circuit current variation coefficient with 
temperature. 
OCV
µ : Module open circuit voltage variation coefficient with 
temperature. 
M
maxV 0, :Module voltage at standard 
conditions. 
m : Module diode quality factor. 
 
 
PV Array with integrated MPPT model 
This is a very simple model that considers that the PV Array is working always at its maximum power 
point for given temperature and irradiance conditions. The model inputs are ambient temperature and solar 
irradiance while its output is array maximum power. 
It is assumed that: 
▪ All the cells of the PV Array are identical and they work with the same irradiance and temperature. 
▪ No losses in the PV Array with MPPT system 
▪ The PV Array is always working on its maximum power point for given irradiance and ambient 
temperature conditions. 
▪ If irradiance and ambient temperature conditions change, the model instantaneously changes its 
maximum power point. 
▪ Temperature of the solar cells depends exclusively on the irradiance and ambient temperature.  
This model is based on the linear variation of a PV module power with its temperature. Substituting the 
module temperature by irradiance and ambient temperature, and multiplying the power with the number of 
modules of the array, we obtain: 
 
( )
⎥⎦
⎤⎢⎣
⎡ ⎟⎠
⎞⎜⎝
⎛ −−⋅+⋅+⋅=⇒
⇒
⎪⎭
⎪⎬
⎫
−⋅+=
−⋅+=
25
800
20
800
20
0,
0,0,
NOCTGTPNP
NOCTGTT
TTPP
aaP
M
MaxMax
aaM
MMP
M
Max
M
Max
Max
Max
µ
µ
                                          (9) 
Where, 
MaxP
µ : Module power variation coefficient with 
temperature. 
MT : Module Temperature. 
 
N : Number of modules of the PV Array. 0,MT : Module Temperature at standard conditions. 
M
MaxP : PV Module Maximum Power. aT : Ambient Temperature. 
 
aG : Irradiance. 
5.   FUEL CELLS 
Nowadays there are available five different types of Fuel Cells: 
• AFC – Alcaline Fuel Cell; 
• PEFC/PEM – Polymer Electrolyte Fuel Cell / Proton Exchange Membrane; 
• PAFC – Phosphoric Acid Fuel Cell; 
• MCFC – Molten Carbonate Fuel Cell; 
• SOFC – Solid Oxid Fuel Cell. 
The Solid Oxide Fuel Cell (SOFC) technology offers higher efficiencies and provides a great amount of 
heat (with high operating temperature - between 600 and 1000 ºC) turning into an interesting technology for 
cogeneration and more specifically residential-building scale distributed generation. The SOFC model is 
described in this paper. A power generation fuel cell system has the following three main parts: 
Fuel processor The fuel processor converts fuels such as natural gas to hydrogen and by product gases. 
Power section The power section generates the electricity. There are numerous individual electrochemical 
fuel cells in the power section. 
Power conditioner The power conditioner converts dc power to ac power output and includes current, 
voltage and frequency control. 
Fuel Cell Modelling 
It is assumed that the anode is supplied with H2 only and the cathode with O2 only, so that the only 
reaction that occurs in the fuel cell is: 
OHOH 222 2
1 →+                                                          (10) 
The potential difference between the anode and the cathode is calculated using the Nernst’s equation and 
Ohm’s law: 
r
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Where, E0 is the voltage associated with reaction free energy (V), 2Hp  , 2Op , OHp 2  are the partial 
pressures of the component (N/m2),  N0 is the number of cells, r is the electrical resistance of the fuel cell 
(Ω), rfcI  is the reaction current or the output current (A), R is the universal  gas  constant  (J/mol K), T is the 
channel temperature (K), F is the Faraday’s constant (Coulombs/mol). 
 
The partial pressure of the components is related to its molar flow. The ideal gas law leads to the following 
relationship: 
  TRnVp ichi ⋅⋅=⋅                                                            (12) 
Where, Vch is the volume of the channel (m3) and ni is the number of moles of the element i (moles). 
The following differential equations describe the chemical behaviour of the reactions: 
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Where, iniq is the flow of the ith element of input, 
r
iq  is the flow of ith element that reacts. 
 
For the H2 the value of riq  we have: 
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The values of rq for the other elements are such that: 
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Defining the fuel utilisation Uf, as the ratio between the fuel flow that reacts and the input fuel flow and 
assuming a typical use between 80 and 90% as described in [7], the demand current of the fuel cell system 
can be restricted in the range given by:  
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The optimal utilisation factor (Uopt) is assumed to be 85%, allowing the control of the input fuel flow by 
measuring the output current, so that: 
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The stichiometric ratio of hydrogen to oxygen is 2 to 1. Oxygen excess is always taken in, to let hydrogen 
react with oxygen more completely. According to [7], under normal operation the value of OHr 2 should be 
1.145, in order to keep the fuel cell pressure difference below 4 kPa. So the input oxygen flow, inOq 2 , is 
controlled to keep OHr 2 at 1.145 by controlling the speed of the air compressor. 
in
HOH
in
O qrq 222 ⋅=                                                                  (20) 
   All the reactions that occur in the fuel cell have some time delay associated. The chemical response in 
the fuel processor is usually slow, as it is associated with the time to change the chemical reaction parameters 
after a change in the flow of reactants. This dynamic response function is modelled as a first-order transfer 
function with a 5s time delay constant (Tf). The electrical response time delay in the fuel cells is generally 
short and mainly associated with the speed at which the chemical reaction is capable of restoring the charge 
that has been drained by the load. This dynamic response function is also modelled as a first-order transfer 
function, but with a 0.8s time delay constant (Te). The dynamic response function of the flow is also 
modelled as a first-order transfer function with the time delay constant of the respective element, 
2Ητ , for 
the response time of hydrogen flow, τO2 for oxygen and OH2τ for water flow, as described in [7]. The outputs 
of this model provide the potential difference between anode and cathode and rfcI  the reaction current. A 
conventional battery can be connected to the dc output of the fuel cell to provide fast response to load step 
increases. 
The interface with the grid is made through an inverter that may include a power frequency control loop 
for stand alone operation. 
6.   WIND TURBINES  
Wind Turbines comprise several subsystems that are modelled independently. These subsystems are the 
aerodynamic, the generator, the mechanical and the power converters in case of variable speed wind 
turbines. The models of each subsystem are described next. 
Aerodynamic subsystem  
The aerodynamic coefficient curves are used for the study of the blades dynamics [1, 3]:  
3),(
2
1
wpwra vCATP ⋅⋅⋅⋅=⋅= βλρω                                                   (21) 
Pα is the aerodynamic power, Cp(λ,β) is the dimensionless performance coefficient, λ is the tip speed ratio, 
β is the pitch angle, ρ is the air density, A=πR2 is the rotor area, vw is the wind speed, ωr is the blade rotating 
speed and Tw the aerodynamic torque.  
In order to reproduce the rotor aerodynamic torque harmonics due to the tower shadow and wind shear 
effects, each blade must be modeled independently. The tower shadow is approximated by considering a near 
sinusoidal reduction of the equivalent blade wind speed, as each blade passes in front of the tower.  
Mechanical subsystem 
The equivalents of three or six elastically connected masses can be optionally used for simulating the 
mechanical system of the WT. The use of at least two masses is necessary for the representation of the low-
speed shaft torsional mode. In case of the three-mass equivalent, the state space equations of the model are 
the following [3, 4]: [ ] [ ]
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Where [ ]GGBR ,, θθθθ =T  is the angular position vector, [ ]GGBR ,, ωωωω =T  is the angular speed vector and 
[ ]GWT TTT ,0,=  is the external torque vector comprising the aerodynamic and the electromagnetic torque, wT  
and  GT . 33]0[ x , 33][ xI  are the zero and identity 3x3 matrices, respectively. ),,(][ GGBR HHHdiagH =  is the 
diagonal  inertia  matrix,  C  is  the  stiffness matrix and  D  is  the  damping  matrix. C matrix  represents  
the low  and   high-speed shaft  elasticities   and is    defined by 
⎥⎥
⎥
⎦
⎤
⎢⎢
⎢
⎣
⎡
−
−+−
−
=
GBGGBG
GBGGBGHBGHBG
HBGHGB
CC
CCCC
CC
C
0
0
][ ,    while 
⎥⎥
⎥
⎦
⎤
⎢⎢
⎢
⎣
⎡
+−
−++−
−+
=
GBGGGBG
GBGGBGHGBGBHGB
HGBHGBR
dDd
dddDd
ddD
D
0
0
][  and represents the internal friction and the torque losses. Subscripts 
{gb}, {g} denote gear-box and generator, respectively. 
Induction Generator Controller 
In figure 5 the simplified block-diagram of a typical scalar control system is shown. Vs and ωe are the 
stator voltage and frequency that is the magnitude and frequency of the inverter ac voltage. The frequency 
control subsystem basically consists of the PI speed controller. The rotor speed reference, ωr*, is externally 
determined by the optimal control characteristic of the turbine rotor. Output of the speed controller is the slip 
frequency, ωsl, which is added to the rotor speed, to determine the stator frequency ωe. For regulating the 
generator voltage, the constant V/f control principle is employed. It must be noted that practical control 
systems of this type may comprise several additional blocks (stabilizers, limiters etc.), which have to be 
included in the dynamic model of the system.  
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Figure 5.  Scalar control system of the generator-side converter. 
6. GRID-SIDE INVERTER 
The circuit diagram of a VSC is shown in figure 6 and the symbols used are as follows: 
[ ] [ ]Tcba eeee = are the ac source phase voltages, [ ] [ ]Tcba iiii =  are the source currents, 
[ ] [ ]Tcba vvvv =  are the ac side terminal voltages (fundamental component). R, L are the resistance 
and inductance of ac side series R-L circuit,  dcC is the smoothing capacitance and  dcdc iv , are the dc side 
voltage and current, respectively. 
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Figure 6. Circuit diagram of three-phase VSC 
The generic model of a VSC [10] is described next. All model variables are transformed in to the 
synchronous orthogonal reference frame rotating at the supply frequency using Clarke’s transformation. 
[ ] [ ] [ ] [ ]TqdTqd VVVandEEE == ,  are the voltages in d-q reference frame, [ ] [ ]Tqd III = are the 
currents in d-q reference frame while ω   is the angular frequency of the ac voltage source. 
The active power absorbed from the ac source  
qqddac IEIEP ××+××= 2323                                                        (23) 
Active power delivered to the converter dc side is given by: 
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We can neglect the converter loss without loss of accuracy. Then  
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Which could be arranged as, 
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This could also be written as, 
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When 2dcV  is taken as the state variable, instead of dcV , this becomes a linear equation. Thus the state-
space model including capacitor dynamics could be represented by the following sets of matrices.  
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 ( )2,, dcqd VII  are the state variables and output variables while qd UU , are the input variables of the 
model.  
Control system 
The control system model has two inputs, phase angle and reactive power. Both are fed in by the main 
system. A three-phase Phase Locked Loop gives out three outputs. 
1. Measured frequency in Hz 
2. Ramp, t×ω  which varied between 0 and 2*pi 
3. The vector ( ) ( )[ ]tt ωω cossin  
The magnitude of V is obtained by regulation of reactive power; Q. Using E and V, values for abcU  are 
obtained. [ ] [ ] [ ]( )abcabcabc VEU −= . abcU  is transformed into dU  and qU using Park’s transformation to obtain 
the inputs for the state-space model.  
 
7. CONCLUSIONS 
In this paper models of various Microsources are described. These include models of Wind Turbines, 
Photovoltaic Systems, Fuel Cells and Microturbines and basic models of power electronic interfaces. The 
integration of the above models in a steady state and dynamic simulation tool will provide a simulation 
platform in order to test isolated and interconnected control and operation strategies of LV microgrids. 
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